ALL FITTINGS ON THE DISCHARGE SIDE OF THE PUMP TO BE RATED AT 300 PSI

PUMP ROOM EQUIPMENT LIST

1. 6" CDU VALVE W/ TEMPERING VALVE
2. 6" CDU CHECK VALVE W/ CHECK FLANGE
3. 6" X 6" VALE W/ TEMPERING VALVE
4. CHECK FLANGE
5. 1-1/2" CONDUIT BLOCKOUT

NOTES:
1. 198" WIDE X 79" TALL FLOOR SPACE
2. 96" TALL X 12" DEEP FIRE PUMP ENCLOSURE
3. 54" TALL X 18" DEEP PUMP ENCLOSURE